ZL170
Electrical fault finding

Test



Expected result

Fault

1
Meter L1&L2


240V
A/C ± 10%

If 0V No Supply

(L & N on new panel)





Check incoming cable and fuses
2
Meter 220V


240V
A/C ± 10%

If 0V 3.15A Line fuse blown


Purple / Purple






Check the 3.15A line fuse

3
Meter 0&24


24V 
A/C ± 10%

If 0V transformer winding blown

White / Blue






Test primary winding resistance









220 / 0  13 ohms ± 10%


4
Meter 10&11


24V
A/C ± 10%

If 0V 3.15A Accessories fuse blown









Check the 3.15A accessories fuse


